
 
 
 
TO: Brian Smith 
 3275 Green Dolphin 
 Naples, Florida 34102 
   
RE: INFRARED THERMOGRAPHY 
 1376 Great Egret Trail 
 Naples, Florida 34105 
 Estuary at Grey Oaks 
 Inspection Date: December 14, 2007 
  
 
This home was inspected using Infrared Thermography. We took and recorded temperatures and relative 
humidity, inside and out looking for conditions that could lead to moisture intrusion and heat or cooling 
loss. We conducted inspections of the interior surfaces for any evidence of water damage, mold or fungi, 
and odors associated with such conditions. We also test the relative moisture content of various surfaces 
or components and document these findings. If there are adverse conditions existing, odors, evidence of 
mold, heat or cooling loss we will issue a report that confirms these findings as an attachment.  
 
This report is only a professional opinion to be used as a basis for an unbiased assessment. This 
inspection is limited to the items listed herein. This inspection report does not constitute a warranty and/or 
guarantee on the part of the inspector. Those items verified in this report are not for a period of time, but 
at the time of inspection only. 
© 2007 Home Check Systems, Inc. 
 
Very truly yours, 

 
 
Jerry W. Triplett 
President 
 
Certified Home Inspector #1182 
Association of Construction Inspectors #3344 
Florida General Contractor License #CGC060254 
Roofing Contractor #RC0061294 
Swimming Pool Contractor #RP-0046123 
State Licensed & Certified Radon Inspector Florida #R1718 
Certified Mold Inspector 
Certified Infrared Imaging Thermography 
 
JWT/cc 
Enclosure  

















Inspection Report

Report Date 12/14/2007

Company Home Check Systems, Inc Customer Smith, Brian

Address 239.261.6300 Site Address 1376 Great Egret Trail, Naples, 
Florida 34105

Thermographer Jerry W. Triplett Contact Person Weinard, Carolyn

Image and Object Parameters Text Comments

 FLIR B-CAM Western SCamera Model  

 2007:12:18 10:17:30Image Date  

 IR_0262.jpgImage Name  

 0.90Emissivity  

 62.6 °FReflected Temperature  

 6.6 ftObject Distance  

 

POOL EQUIPMENT -  We have detected evidence of an anomaly/fault. This is a moisture/leak that will require further investigation.

Description

8  (8)


